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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.
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DESCRIPTION

POLE CONCRETE 12.00 m.
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CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

Jj === === BRACE FLAT,FOR CROSSARM 30x6x/760 mm.
. | INSULATOR SUSPENSION TYPE 22kV.
z 4 I a5 ) CABLE,SAC 22kV 50S5g.mm.
1 _ 7‘7 _ DROP OUT FUSE CUT-OUT 22kV. 100A.
T‘ LIGHTNING ARRESTER 21kV. 5kA
7 TRANSFORMER 22000—416/240V. 50kVA
OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.
1 WIRE STEEL STRANDED 25 Sg.mm.
e T WIRE STEEL STRANDED 50 Sg.mm.
7 T LIGHTNING ARRESTER 500V. SkA.
: LT SWITCH 400A 500V
f PIPE FOR WIRE CROUNDING
[/ ROD GROUND
N ) ‘ CONCRETE 1:3:5
pE=s
: (22—
! S _ %mm:ﬁﬁzaﬂuawm .
g i j AUDDY AULDILIHNANI AL
g . 8 15 13 1
. 5 1s 13 1
! 12 2 1.8 1.6
f “ 23 2 7
| ™
R ﬂ ‘ Gﬂ@%U5@3’]jWkij%%@@ﬁLLUULL@E@?U@N@T%&@;@?iUUiWWnT
p\\\\\\\\\\\\?\%‘% \\\\\\\\\ , ! K\\\\\\\\\\\\\\\\\fﬂ\\\\\\\\\\ V K\\\\\\\%\\\\\\\\\\\\\\\\\\\\\\\\\\\A
a i J @
: J B
‘ (ZHEJ%WWﬁA%QEJLﬁ@]‘)
BT LURUANG.  aNn.6269
FRONT VIEW SIDE VIEW k %amt%a@mmﬂ Lga:%mmmm%@%@ /
SKSpeto
REV.000 Date Project: Location: Owner: Drawing Title:
Dwg.By | uwws tiasing ann.6269 S0kVA
Chk.By Scale: Drawing No: All sh:

Apv.By

50kVA-03




12.00

1.20

3.40

5.25

T 9 e

PRI R

DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND

CONCRETE 1:3:5

METER

Py a
Tepma g s ludm,)

YWIGLEAM.) ‘
X A < P
fLDa Anudetunas A

o ! ¥ - ¥ £
Gﬂaﬁ?lﬁ@ﬁﬁWLﬂ%@@@ﬁLLUULL@E@QU@N@7%@@@3§5UUVLWWT

O P TR (W e

Sl

SIS S S TSR T T S S S SSy
(WRWINNS ﬁamm@p
L@%muaﬂfgty@y awne2ss
FRONT VIEW SIDE VIEW k AFINTEEENLUL WAZHAILANNLFNGS /

SKSpeto

REV.000 Date Project: Location: Owner: Drawing Title:

Dwg.By | uwws tiasing ann.6269 50kVA
Scale: Drawing No: All sh:

Chk.By

Apv.By

50kVA-04




12.00

5.00

&

ot

e Sl

AN

e P

NSNS NN AN NS

DESCRIPTION
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DESCRIPTION

POLE CONCRETE 12.00 m.
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DESCRIPTION

POLE CONCRETE 12.00 m.
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POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND

CONCRETE 1:3:5

Py a
Tepma g s ludm,)
PUALEM.) ‘

- - - -

Fuaam Gundethunan Gunds
8 15 13 1
9 15 13 1
2 2 18 16
14 23 2 17

o ! ¥ - ¥ £
Gﬂaﬁ?lﬁ@ﬁﬁWLﬂ%@@@ﬁLLUULL@E@QU@N@7%@@@3§5UUVLWWT

Sl

AN S

lbhinbois

]

MANNONVTNUNONN

f b B e
‘ (WRWINNS ﬁamm@p
L@%muaﬂfgty@y awne2ss
FRONT VIEW SIDE VIEW k AFINTEEENLUL WAZHAILANNLFNGS /

SKSpeto
REV.000 Date Project: Location: Owner: Drawing Title:

Dwg.By | uwws tiasing ann.6269 SOKVA

Chk.By Scale: Drawing No: All sh:

Apv.By

50kVA-09




4.45

12.00

DESCRIPTION
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DESCRIPTION
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DESCRIPTION

POLE CONCRETE 12.00 m.
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I TEM DESCRIPTION

POLE CONCRETE 12.00 m.
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DESCRIPTION
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DESCRIPTION
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DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND

CONCRETE 1:3:5
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I TEM DESCRIPTION
1 POLE CONCRETE 12.00 m.
% CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.
3 CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.
4 BRACE FLAT,FOR CROSSARM 30x6x/60 mm.
5 INSULATOR SUSPENSION TYPE 22kV.
6 CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING
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I TEM DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

INSULATOR SUSPENSION TYPE 22kV.

1
2
3
4 BRACE FLAT,FOR CROSSARM 30x6x/60 mm.
5
6

CABLE,SAC 22kV 505g.mm.

8 7 DROP OUT FUSE CUT=0UT 22kV. T00A.

RN LIGHTNING ARRESTER 21kV. 5kA

o\\y TRANSFORMER 22000—416/240V. 50kVA

S\:;‘)’M) OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.
T éb@ R WIRE STEEL STRANDED 25 Sq.mm.
) °)°b 12| WIRE STEEL STRANDED 50 Sqg.mm.
. o ‘ ] ) 9 2N 13 | LIGHTNING ARRESTER 500V. 5SkA.
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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND

CONCRETE 1:3:5
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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22KkV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5kA.

LT SWITCH 400A 500V

PIPE FOR WIRE GROUNDING

ROD GROUND

CONCRETE 1:3:5
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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND
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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING

ROD GROUND
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DESCRIPTION

POLE CONCRETE 12.00 m.

CROSSARM,SPUN,CONCRETE 100x100x2,500 mm.

CROSSARM,SPUN,CONCRETE 120x120x2,000 mm.

BRACE FLAT,FOR CROSSARM 30x6x/60 mm.

INSULATOR SUSPENSION TYPE 22kV.

CABLE,SAC 22kV 505g.mm.

DROP OUT FUSE CUT=0UT 22kV. T00A.

LIGHTNING ARRESTER 21kV. 5kA

TRANSFORMER 22000—416/240V. 50kVA

OVERHEAD GROUND WIRE DEADEND CHANNEL STEEL 100x50x5 mm. LOMG 2.25m.

WIRE STEEL STRANDED 25 Sg.mm.

WIRE STEEL STRANDED 50 Sg.mm.

LIGHTNING ARRESTER 500V. 5KA.

LT SWITCH 400A 500V

PIPE FOR WIRE CROUNDING
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